Exhibit KS-4: DESC Response to CCL/SACE Data Request 2-5

DOMINION ENERGY SOUTH CAROLINA, INC.

SOUTH CAROLINA COASTAL CONSERVATION LEAGUE AND
SOUTHERN ALLIANCE FOR CLEAN ENERGY
SECOND DATA REQUEST
DOCKET NO. 2021-88-E

REQUEST 2-5:

Please describe any generating unit must-run designations for the DESC system:

a. Assumed in the PLEXOS runs.
b. Used in current and recent day to day system operations.

RESPONSE 2-5:

a. V.C. Summer Nuclear Plant, A.M. Williams Coal Plant

b. V.C. Summer Nuclear Plant, A.M. Williams Coal Plant, and others as
specified by the reliability desk depending on the operational requirements
on a given day, e.g., Plant Hagood in the event A.M. Williams Coal Plant
is unavailable.
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